
Outgoing subdistribution Administration

Fuse Switch Disc.

In = 200 A

3 x 3NA3140 Size 1

3NP11431DA10 Size 1

Supply Administration

Cable/Line

170 m

Cu 1(3x150/150/70)

Outgoing subdistribution Balling Press 1 und 2

Fuse Switch Disc.

In = 400 A

3 x 3NA3260 Size 2

3NP11531DA10 Size 2

Supply Balling Press 1

Cable/Line

70 m

Cu 2(3x150/150/70)

NS-LS 1.1A.1b

Circuit-breaker

In =1.000 A

3WL11102CB311AA2/LSI

Supply NSHV

Cable/Line

20 m

Cu 3(3x300/300/150)

Transformer 1.1A.1

Sn = 630 kVA / AN

ukr = 6 %

20/0,4 kV Dyn5

4GB58643EA001AA0

Supply medium voltage

N2XS2Y

500 m

XLPE 3 x 25

MS-LTS 1.1A.1

Sw. disc. with fuse

In (switch) = 200 A

In (fuse) = 63 A

3 x SIB:3001443.63

Outgoing subdistribution C&D / Fuel Station

Fuse Switch Disc.

In = 250 A

3 x 3NA3144 Size 1

3NP11431DA10 Size 1

Supply C&D

Cable/Line

240 m

Cu 1(3x185/185/95)

Outgoing subdistribution Guardhouse

Fuse Switch Disc.

In = 32 A

3 x 3NA3812 Size 000

3NP11231CA20 Size 000

Supply Guardhouse

Cable/Line

100 m

Cu 1(3x6/6/6)

Outgoing subdistribution Workshop

Fuse Switch Disc.

In = 300 A

3 x 3NA3250 Size 2

3NP11531DA10 Size 2

Supply Workshop

Cable/Line

80 m

Cu 1(3x300/300/150)

Outgoing subdistribution ELVprocessing

Fuse Switch Disc.

In =160 A

3 x 3NA3036 Size 0

3NP11431DA10 Size 1

Supply ELVproressing

Cable/Line

40 m

Cu 1(3x95/95/50)

S-LTS 1.1A.8a

Fuse Switch Disc.

In = 16 A

3 x 3NA3805 Size 000

3NP11231CA20 Size 000

Supply Street lightning

Cable/Line

350 m

Cu 1(3x10/10/10)

Outgoing Street lightning

Inner zone

In = 7,22 A

Un = 400 V

3+N-pole

NSHV

TN-S  Un= 400 V

TN-S  Un= 400 V

S-LTS 1.1A.6b

Fuse Switch Disc.

In = 300 A

3 x 3NA3250 Size 2

3NP11531DA10 Size 2

Lightning WS Room 1

Miniature circuit-breaker

In = 6 A

5SY73066/B

K/L 1.1A.6.1

Cable/Line

20 m

Cu 1(3x1,5/1,5/1,5)

Lightning WS Room 1

Inner zone

In = 3,61 A

Un = 400 V

3+N-pole

Lightning WS Room 2

Miniature circuit-breaker

In = 6 A

5SY73066/B

K/L 1.1A.6.2

Cable/Line

20 m

Cu 1(3x1,5/1,5/1,5)

Lightning WS Room 2

Inner zone

In = 3,61 A

Un = 400 V

3+N-pole

Lightning Hall

Miniature circuit-breaker

In = 6 A

5SY73066/B

K/L 1.1A.6.4

Cable/Line

20 m

Cu 1(3x1,5/1,5/1,5)

Lightning Hall

Inner zone

In = 3,61 A

Un = 400 V

3+N-pole

5x

WS Romm 1 Socket 1

Miniature circuit-breaker

In = 20 A

5SL41206/B

5SV33126

K/L 1.1A.6.5

Cable/Line

20 m

Cu 1(1x2,5/2,5/2,5)

WS Romm 1 Socket 1

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

WS Romm 1 Socket 2

Miniature circuit-breaker

In = 20 A

5SL41206/B

5SV33126

K/L 1.1A.6.6

Cable/Line

20 m

Cu 1(1x2,5/2,5/2,5)

WS Romm 1 Socket 2

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

AC WS Room 1

Miniature circuit-breaker

In = 10 A

5SL41106/B

5SV33126

K/L 1.1A.6.7

Cable/Line

20 m

Cu 1(1x1,5/1,5/1,5)

AC WS Room 1

Inner zone

In = 8,12 A

Un = 230 V

1+N-pole

TN-S  Un= 400 V

S-LTS 1.1A.5b

Fuse Switch Disc.

In = 16 A

3 x 3NA3805 Size 000

3NP11231CA20 Size 000

UV-Guardhouse

S-LTS 1.1A.5.1a

Fuse Switch Disc.

In = 16 A

3 x 3NA3805 Size 000

3NP11231CA20 Size 000

K/L 1.1A.5.1

Cable/Line

10 m

Cu 1(3x2,5/2,5/2,5)

V 1.1A.5.1

Inner zone

In = 10,8 A

Un = 400 V

3+N-pole

TN-S  Un= 400 V

S-LTS 1.1A.4b

Fuse Switch Disc.

In = 250 A

3 x 3NA3144 Size 1

3NP11431DA10 Size 1

UV-C&D / Fuel Station

S-LTS 1.1A.4.1a

Fuse Switch Disc.

In = 300 A

3 x 3NA3250 Size 2

3NP11531DA10 Size 2

K/L 1.1A.4.1

Cable/Line

10 m

Cu 1(3x185/185/95)

V 1.1A.4.1

Outer zone

In = 235 A

Un = 400 V

3+N-pole

TN-S  Un= 400 V

UV-Balling Press 1 und 2

S-LTS 1.1A.2.1a

Fuse Switch Disc.

In = 224 A

3 x 3NA3142 Size 1

3NP11431DA10 Size 1

K/L 1.1A.2.1

Cable/Line

10 m

Cu 1(3x120/120/70)

V 1.1A.2.1

Outer zone

In = 204 A

Un = 400 V

3+N-pole

S-LTS 1.1A.2.2a

Fuse Switch Disc.

In = 224 A

3 x 3NA3142 Size 1

3NP11431DA10 Size 1

K/L 1.1A.2.2

Cable/Line

10 m

Cu 1(3x120/120/70)

V 1.1A.2.2

Outer zone

In = 204 A

Un = 400 V

3+N-pole

TN-S  Un= 400 V

S-LTS 1.1A.1b

Fuse Switch Disc.

In = 200 A

3 x 3NA3140 Size 1

3NP11431DA10 Size 1

Lightning circuit 1

Miniature circuit-breaker

In = 4 A

5SL43046/B

K/L 1.1A.1.2

Cable/Line

20 m

Cu 1(3x1,5/1,5/1,5)

Lightning circuit 1

Inner zone

In = 3,61 A

Un = 400 V

3+N-pole

Lightning circuit 2

Miniature circuit-breaker

In = 4 A

5SL43046/B

K/L 1.1A.1.3

Cable/Line

20 m

Cu 1(3x1,5/1,5/1,5)

Lightning circuit 2

Inner zone

In = 3,61 A

Un = 400 V

3+N-pole

Lightning circuit 3

Miniature circuit-breaker

In = 4 A

5SL43046/B

K/L 1.1A.1.4

Cable/Line

20 m

Cu 1(3x1,5/1,5/1,5)

Lightning circuit 3

Inner zone

In = 3,61 A

Un = 400 V

3+N-pole

Lightning circuit 4

Miniature circuit-breaker

In = 4 A

5SL43046/B

K/L 1.1A.1.5

Cable/Line

20 m

Cu 1(3x1,5/1,5/1,5)

Lightning circuit 4

Inner zone

In = 3,61 A

Un = 400 V

3+N-pole

Lightning circuit 5

Miniature circuit-breaker

In = 4 A

5SL43046/B

K/L 1.1A.1.6

Cable/Line

20 m

Cu 1(3x1,5/1,5/1,5)

Lightning circuit 5

Inner zone

In = 3,61 A

Un = 400 V

3+N-pole

Sale, etc. Socket

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.7

Cable/Line

17 m

Cu 1(1x2,5/2,5/2,5)

Sale, etc. Socket

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

Sale, etc. Socket

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.8

Cable/Line

17 m

Cu 1(1x2,5/2,5/2,5)

Sale, etc. Socket

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

Sale, etc. Socket

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.9

Cable/Line

17 m

Cu 1(1x2,5/2,5/2,5)

Sale, etc. Socket

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

Sale, etc. Socket

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.10

Cable/Line

17 m

Cu 1(1x2,5/2,5/2,5)

Sale, etc. Socket

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

Guet Toilet Water heater

Miniature circuit-breaker

In =13 A

5SL61136/B

5SV33126

K/L 1.1A.1.11

Cable/Line

15 m

Cu 1(1x1,5/1,5/1,5)

Guet Toilet Water heater

Inner zone

In = 10,8 A

Un = 230 V

1+N-pole

HC electric

Miniature circuit-breaker

In =13 A

5SL61136/B

5SV33126

K/L 1.1A.1.12

Cable/Line

10 m

Cu 1(1x1,5/1,5/1,5)

HC electric

Inner zone

In = 10,8 A

Un = 230 V

1+N-pole

AC HC electric

Miniature circuit-breaker

In =13 A

5SL61136/B

5SV33126

K/L 1.1A.1.13

Cable/Line

10 m

Cu 1(1x1,5/1,5/1,5)

AC HC electric

Inner zone

In = 10,8 A

Un = 230 V

1+N-pole

Changing room W Socket

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.14

Cable/Line

10 m

Cu 1(1x2,5/2,5/2,5)

Changing room W Socket

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

AC Changing W room

Miniature circuit-breaker

In = 10 A

5SL61106/B

5SV33126

K/L 1.1A.1.15

Cable/Line

10 m

Cu 1(1x1,5/1,5/1,5)

AC Changing W room

Inner zone

In = 8,12 A

Un = 230 V

1+N-pole

Flow water heater Changing W room

Miniature circuit-breaker

In = 50 A

5SL43506/B

K/L 1.1A.1.16

Cable/Line

10 m

Cu 1(3x10/10/10)

Flow water heater Changing W room

Inner zone

In = 37,9 A

Un = 400 V

3+N-pole

Water heater WC W

Miniature circuit-breaker

In =13 A

5SL61136/B

5SV33126

K/L 1.1A.1.17

Cable/Line

15 m

Cu 1(1x1,5/1,5/1,5)

Water heater WC W

Inner zone

In = 10,8 A

Un = 230 V

1+N-pole

Water heater WC M

Miniature circuit-breaker

In =13 A

5SL61136/B

5SV33126

K/L 1.1A.1.18

Cable/Line

15 m

Cu 1(1x1,5/1,5/1,5)

Water heater WC M

Inner zone

In = 10,8 A

Un = 230 V

1+N-pole

Changing room M Socket

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.19

Cable/Line

17 m

Cu 1(1x2,5/2,5/2,5)

Changing room M Socket

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

AC Changing M room

Miniature circuit-breaker

In = 10 A

5SL61106/B

5SV33126

K/L 1.1A.1.20

Cable/Line

20 m

Cu 1(1x1,5/1,5/1,5)

AC Changing M room

Inner zone

In = 8,12 A

Un = 230 V

1+N-pole

Flow water heater Changing M room

Miniature circuit-breaker

In = 50 A

5SL43506/B

K/L 1.1A.1.21

Cable/Line

20 m

Cu 1(3x10/10/10)

Flow water heater Changing M room

Inner zone

In = 37,9 A

Un = 400 V

3+N-pole

Office Socket 1

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.22

Cable/Line

17 m

Cu 1(1x2,5/2,5/2,5)

Office Socket 1

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

NSHV low voltage main distribution board

Outgoing subdistribution Administration

Fuse Switch Disc.

In = 200 A

3 x 3NA3140 Size 1

3NP11431DA10 Size 1

Supply Administration

Cable/Line

170 m

Cu 1(3x150/150/70)

Outgoing subdistribution Balling Press 1 und 2

Fuse Switch Disc.

In = 400 A

3 x 3NA3260 Size 2

3NP11531DA10 Size 2

Supply Balling Press 1

Cable/Line

70 m

Cu 2(3x150/150/70)

NS-LS 1.1A.1b

Circuit-breaker

In = 1.000 A

3WL11102CB311AA2/LSI

Supply NSHV

Cable/Line

20 m

Cu 3(3x300/300/150)

Transformer 1.1A.1

Sn = 630 kVA / AN

ukr = 6 %

20/0,4 kV Dyn5

4GB58643EA001AA0

Supply medium voltage

N2XS2Y

500 m

XLPE 3 x 25

MS-LTS 1.1A.1

Sw. disc. with fuse

In (switch) = 200 A

In (fuse) = 63 A

3 x SIB:3001443.63

Outgoing subdistribution C&D / Fuel Station

Fuse Switch Disc.

In = 250 A

3 x 3NA3144 Size 1

3NP11431DA10 Size 1

Supply C&D

Cable/Line

240 m

Cu 1(3x185/185/95)

Outgoing subdistribution Guardhouse

Fuse Switch Disc.

In = 32 A

3 x 3NA3812 Size 000

3NP11231CA20 Size 000

Supply Guardhouse

Cable/Line

100 m

Cu 1(3x6/6/6)

Outgoing subdistribution Workshop

Fuse Switch Disc.

In = 300 A

3 x 3NA3250 Size 2

3NP11531DA10 Size 2

Supply Workshop

Cable/Line

80 m

Cu 1(3x300/300/150)

Outgoing subdistribution ELVprocessing

Fuse Switch Disc.

In =160 A

3 x 3NA3036 Size 0

3NP11431DA10 Size 1

Supply ELVproressing

Cable/Line

40 m

Cu 1(3x95/95/50)

S-LTS 1.1A.8a

Fuse Switch Disc.

In = 16 A

3 x 3NA3805 Size 000

3NP11231CA20 Size 000

Supply Street lightning

Cable/Line

350 m

Cu 1(3x10/10/10)

Outgoing Street lightning

Inner zone

In = 7,22 A

Un = 400 V

3+N-pole

NSHV

TN-S  Un= 400 V

TN-S  Un = 400 V

S-LTS 1.1A.7b

Fuse Switch Disc.

In =160 A

3 x 3NA3036 Size 0

3NP11431DA10 Size 1

UV-ELVprocessing

S-LTS 1.1A.7.1a

Fuse Switch Disc.

In =160 A

3 x 3NA3036 Size 0

3NP11431DA10 Size 1

K/L 1.1A.7.1

Cable/Line

10 m

Cu 1(3x70/70/35)

V 1.1A.7.1

Inner zone

In = 135 A

Un = 400 V

3+N-pole

TN-S  Un= 400 V

S-LTS 1.1A.6b

Fuse Switch Disc.

In = 300 A

3 x 3NA3250 Size 2

3NP11531DA10 Size 2

UV-Workshop

Lightning WS Room 1

Miniature circuit-breaker

In = 6 A

5SY73066/B

K/L 1.1A.6.1

Cable/Line

20 m

Cu 1(3x1,5/1,5/1,5)

Lightning WS Room 1

Inner zone

In = 3,61 A

Un = 400 V

3+N-pole

Lightning WS Room 2

Miniature circuit-breaker

In = 6 A

5SY73066/B

K/L 1.1A.6.2

Cable/Line

20 m

Cu 1(3x1,5/1,5/1,5)

Lightning WS Room 2

Inner zone

In = 3,61 A

Un = 400 V

3+N-pole

Lightning Hall

Miniature circuit-breaker

In = 6 A

5SY73066/B

K/L 1.1A.6.4

Cable/Line

20 m

Cu 1(3x1,5/1,5/1,5)

Lightning Hall

Inner zone

In = 3,61 A

Un = 400 V

3+N-pole

5x

WS Romm 1 Socket 1

Miniature circuit-breaker

In = 20 A

5SL41206/B

5SV33126

K/L 1.1A.6.5

Cable/Line

20 m

Cu 1(1x2,5/2,5/2,5)

WS Romm 1 Socket 1

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

WS Romm 1 Socket 2

Miniature circuit-breaker

In = 20 A

5SL41206/B

5SV33126

K/L 1.1A.6.6

Cable/Line

20 m

Cu 1(1x2,5/2,5/2,5)

WS Romm 1 Socket 2

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

AC WS Room 1

Miniature circuit-breaker

In = 10 A

5SL41106/B

5SV33126

K/L 1.1A.6.7

Cable/Line

20 m

Cu 1(1x1,5/1,5/1,5)

AC WS Room 1

Inner zone

In = 8,12 A

Un = 230 V

1+N-pole

WS Room 1, 3 pol. 

Miniature circuit-breaker

In = 20 A

5SY73206/B

5SV33426

K/L 1.1A.6.8

Cable/Line

20 m

Cu 1(3x2,5/2,5/2,5)

WS Room 1, 3 pol. 

Inner zone

In = 18 A

Un = 400 V

3+N-pole

3~

WS Romm 2 Socket 1

Miniature circuit-breaker

In = 20 A

5SL41206/B

5SV33126

K/L 1.1A.6.9

Cable/Line

20 m

Cu 1(1x2,5/2,5/2,5)

WS Romm 2 Socket 1

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

WS Romm 2 Socket 2

Miniature circuit-breaker

In = 20 A

5SL41206/B

5SV33126

K/L 1.1A.6.10

Cable/Line

20 m

Cu 1(1x2,5/2,5/2,5)

WS Romm 2 Socket 2

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

AC WS Room 2

Miniature circuit-breaker

In = 10 A

5SL41106/B

5SV33126

K/L 1.1A.6.11

Cable/Line

20 m

Cu 1(1x1,5/1,5/1,5)

AC WS Room 2

Inner zone

In = 8,12 A

Un = 230 V

1+N-pole

WS Room 1, 3 pol. 

Miniature circuit-breaker

In = 20 A

5SY73206/B

5SV33426

K/L 1.1A.6.12

Cable/Line

20 m

Cu 1(3x2,5/2,5/2,5)

WS Room 1, 3 pol. 

Inner zone

In = 18 A

Un = 400 V

3+N-pole

3~

WS Room 2, 3 pol. 

Miniature circuit-breaker

In = 20 A

5SY73206/B

5SV33426

K/L 1.1A.6.13

Cable/Line

20 m

Cu 1(3x2,5/2,5/2,5)

WS Room 2, 3 pol. 

Inner zone

In = 18 A

Un = 400 V

3+N-pole

3~

WS Room 2, 3 pol. 

Miniature circuit-breaker

In = 20 A

5SY73206/B

5SV33426

K/L 1.1A.6.14

Cable/Line

20 m

Cu 1(3x2,5/2,5/2,5)

WS Room 2, 3 pol. 

Inner zone

In = 18 A

Un = 400 V

3+N-pole

3~

Corridor Socket

Miniature circuit-breaker

In = 20 A

5SL41206/B

5SV33126

K/L 1.1A.6.15

Cable/Line

20 m

Cu 1(1x2,5/2,5/2,5)

Corridor Socket

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

Hall Socket 1 bis 6

Miniature circuit-breaker

In = 20 A

5SL41206/B

5SV33126

K/L 1.1A.6.16

Cable/Line

20 m

Cu 1(1x2,5/2,5/2,5)

Hall Socket 1 bis 6

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

6x

Hall Platform

Miniature circuit-breaker

In = 6 A

5SY73066/B

K/L 1.1A.6.17

Cable/Line

20 m

Cu 1(3x1,5/1,5/1,5)

Hall Platform

Inner zone

In = 3,61 A

Un = 400 V

3+N-pole

Hall, Connection 16, 3 pol.  

Miniature circuit-breaker

In = 20 A

5SY73206/B

5SV33426

K/L 1.1A.6.18

Cable/Line

20 m

Cu 1(3x2,5/2,5/2,5)

Hall, Connection 16, 3 pol.  

Inner zone

In = 18 A

Un = 400 V

3+N-pole

3~

Hall, Connection 16, 3 pol.  

Miniature circuit-breaker

In = 20 A

5SY73206/B

5SV33426

K/L 1.1A.6.19

Cable/Line

20 m

Cu 1(3x2,5/2,5/2,5)

Hall, Connection 16, 3 pol.  

Inner zone

In = 18 A

Un = 400 V

3+N-pole

3~

Hall, Connection 32, 3 pol.  

Miniature circuit-breaker

In = 40 A

5SY73406/B

K/L 1.1A.6.20

Cable/Line

20 m

Cu 1(3x6/6/6)

Hall, Connection 32, 3 pol.  

Inner zone

In = 36,1 A

Un = 400 V

3+N-pole

3~

Hall Compressor

Miniature circuit-breaker

In = 20 A

5SL41206/B

5SV33126

K/L 1.1A.6.21

Cable/Line

20 m

Cu 1(1x2,5/2,5/2,5)

Hall Compressor

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

Hall High pressure cleaner

Miniature circuit-breaker

In = 20 A

5SY73206/B

5SV33426

K/L 1.1A.6.22

Cable/Line

20 m

Cu 1(3x2,5/2,5/2,5)

Hall High pressure cleaner

Inner zone

In = 18 A

Un = 400 V

3+N-pole

3~

AC Hall

Miniature circuit-breaker

In = 10 A

5SL41106/B

5SV33126

K/L 1.1A.6.23

Cable/Line

20 m

Cu 1(1x1,5/1,5/1,5)

AC Hall

Inner zone

In = 8,12 A

Un = 230 V

1+N-pole

4x

Toilet Water heater

Miniature circuit-breaker

In =16 A

5SL41166/B

5SV33126

K/L 1.1A.6.24

Cable/Line

20 m

Cu 1(1x1,5/1,5/1,5)

Toilet Water heater

Inner zone

In = 11,9 A

Un = 230 V

1+N-pole

TN-S  Un= 400 V

S-LTS 1.1A.5b

Fuse Switch Disc.

In = 16 A

3 x 3NA3805 Size 000

3NP11231CA20 Size 000

UV-Guardhouse

S-LTS 1.1A.5.1a

Fuse Switch Disc.

In = 16 A

3 x 3NA3805 Size 000

3NP11231CA20 Size 000

K/L 1.1A.5.1

Cable/Line

10 m

Cu 1(3x2,5/2,5/2,5)

V 1.1A.5.1

Inner zone

In = 10,8 A

Un = 400 V

3+N-pole

TN-S  Un= 400 V

S-LTS 1.1A.4b

Fuse Switch Disc.

In = 250 A

3 x 3NA3144 Size 1

3NP11431DA10 Size 1

UV-C&D / Fuel Station

S-LTS 1.1A.4.1a

Fuse Switch Disc.

In = 300 A

3 x 3NA3250 Size 2

3NP11531DA10 Size 2

K/L 1.1A.4.1

Cable/Line

10 m

Cu 1(3x185/185/95)

V 1.1A.4.1

Outer zone

In = 235 A

Un = 400 V

3+N-pole

TN-S  Un= 400 V

UV-Balling Press 1 und 2

S-LTS 1.1A.2.1a

Fuse Switch Disc.

In = 224 A

3 x 3NA3142 Size 1

3NP11431DA10 Size 1

K/L 1.1A.2.1

Cable/Line

10 m

Cu 1(3x120/120/70)

V 1.1A.2.1

Outer zone

In = 204 A

Un = 400 V

3+N-pole

S-LTS 1.1A.2.2a

Fuse Switch Disc.

In = 224 A

3 x 3NA3142 Size 1

3NP11431DA10 Size 1

K/L 1.1A.2.2

Cable/Line

10 m

Cu 1(3x120/120/70)

V 1.1A.2.2

Outer zone

In = 204 A

Un = 400 V

3+N-pole

TN-S  Un = 400 V

S-LTS 1.1A.1b

Fuse Switch Disc.

In = 200 A

3 x 3NA3140 Size 1

3NP11431DA10 Size 1

UV-Administration

Lightning circuit 1

Miniature circuit-breaker

In = 4 A

5SL43046/B

K/L 1.1A.1.2

Cable/Line

20 m

Cu 1(3x1,5/1,5/1,5)

Lightning circuit 1

Inner zone

In = 3,61 A

Un = 400 V

3+N-pole

Lightning circuit 2

Miniature circuit-breaker

In = 4 A

5SL43046/B

K/L 1.1A.1.3

Cable/Line

20 m

Cu 1(3x1,5/1,5/1,5)

Lightning circuit 2

Inner zone

In = 3,61 A

Un = 400 V

3+N-pole

Lightning circuit 3

Miniature circuit-breaker

In = 4 A

5SL43046/B

K/L 1.1A.1.4

Cable/Line

20 m

Cu 1(3x1,5/1,5/1,5)

Lightning circuit 3

Inner zone

In = 3,61 A

Un = 400 V

3+N-pole

Lightning circuit 4

Miniature circuit-breaker

In = 4 A

5SL43046/B

K/L 1.1A.1.5

Cable/Line

20 m

Cu 1(3x1,5/1,5/1,5)

Lightning circuit 4

Inner zone

In = 3,61 A

Un = 400 V

3+N-pole

Lightning circuit 5

Miniature circuit-breaker

In = 4 A

5SL43046/B

K/L 1.1A.1.6

Cable/Line

20 m

Cu 1(3x1,5/1,5/1,5)

Lightning circuit 5

Inner zone

In = 3,61 A

Un = 400 V

3+N-pole

Sale, etc. Socket

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.7

Cable/Line

17 m

Cu 1(1x2,5/2,5/2,5)

Sale, etc. Socket

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

Sale, etc. Socket

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.8

Cable/Line

17 m

Cu 1(1x2,5/2,5/2,5)

Sale, etc. Socket

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

Sale, etc. Socket

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.9

Cable/Line

17 m

Cu 1(1x2,5/2,5/2,5)

Sale, etc. Socket

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

Sale, etc. Socket

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.10

Cable/Line

17 m

Cu 1(1x2,5/2,5/2,5)

Sale, etc. Socket

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

Guet Toilet Water heater

Miniature circuit-breaker

In = 13 A

5SL61136/B

5SV33126

K/L 1.1A.1.11

Cable/Line

15 m

Cu 1(1x1,5/1,5/1,5)

Guet Toilet Water heater

Inner zone

In = 10,8 A

Un =230 V

1+N-pole

HC electric

Miniature circuit-breaker

In = 13 A

5SL61136/B

5SV33126

K/L 1.1A.1.12

Cable/Line

10 m

Cu 1(1x1,5/1,5/1,5)

HC electric

Inner zone

In = 10,8 A

Un = 230 V

1+N-pole

AC HC electric

Miniature circuit-breaker

In =13 A

5SL61136/B

5SV33126

K/L 1.1A.1.13

Cable/Line

10 m

Cu 1(1x1,5/1,5/1,5)

AC HC electric

Inner zone

In = 10,8 A

Un = 230 V

1+N-pole

Changing room W Socket

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.14

Cable/Line

10 m

Cu 1(1x2,5/2,5/2,5)

Changing room W Socket

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

AC Changing W room

Miniature circuit-breaker

In = 10 A

5SL61106/B

5SV33126

K/L 1.1A.1.15

Cable/Line

10 m

Cu 1(1x1,5/1,5/1,5)

AC Changing W room

Inner zone

In = 8,12 A

Un = 230 V

1+N-pole

Flow water heater Changing W room

Miniature circuit-breaker

In = 50 A

5SL43506/B

K/L 1.1A.1.16

Cable/Line

10 m

Cu 1(3x10/10/10)

Flow water heater Changing W room

Inner zone

In = 37,9 A

Un = 400 V

3+N-pole

Water heater WC W

Miniature circuit-breaker

In = 13 A

5SL61136/B

5SV33126

K/L 1.1A.1.17

Cable/Line

15 m

Cu 1(1x1,5/1,5/1,5)

Water heater WC W

Inner zone

In = 10,8 A

Un = 230 V

1+N-pole

Water heater WC M

Miniature circuit-breaker

In = 13 A

5SL61136/B

5SV33126

K/L 1.1A.1.18

Cable/Line

15 m

Cu 1(1x1,5/1,5/1,5)

Water heater WC M

Inner zone

In = 10,8 A

Un = 230 V

1+N-pole

Changing room M Socket

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.19

Cable/Line

17 m

Cu 1(1x2,5/2,5/2,5)

Changing room M Socket

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

AC Changing M room

Miniature circuit-breaker

In = 10 A

5SL61106/B

5SV33126

K/L 1.1A.1.20

Cable/Line

20 m

Cu 1(1x1,5/1,5/1,5)

AC Changing M room

Inner zone

In = 8,12 A

Un = 230 V

1+N-pole

Flow water heater Changing M room

Miniature circuit-breaker

In = 50 A

5SL43506/B

K/L 1.1A.1.21

Cable/Line

20 m

Cu 1(3x10/10/10)

Flow water heater Changing M room

Inner zone

In = 37,9 A

Un = 400 V

3+N-pole

Office Socket 1

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.22

Cable/Line

17 m

Cu 1(1x2,5/2,5/2,5)

Office Socket 1

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

Office Socket 2

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.23

Cable/Line

17 m

Cu 1(1x2,5/2,5/2,5)

Office Socket 2

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

AC Office

Miniature circuit-breaker

In = 10 A

5SL61106/B

5SV33126

K/L 1.1A.1.24

Cable/Line

20 m

Cu 1(1x1,5/1,5/1,5)

AC Office

Inner zone

In = 8,12 A

Un = 230 V

1+N-pole

Haz. Waste Socket 2

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.25

Cable/Line

17 m

Cu 1(1x2,5/2,5/2,5)

Haz. Waste Socket 2

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

AC Haz. Waste

Miniature circuit-breaker

In = 10 A

5SL61106/B

5SV33126

K/L 1.1A.1.26

Cable/Line

20 m

Cu 1(1x1,5/1,5/1,5)

AC Haz. Waste

Inner zone

In = 8,12 A

Un = 230 V

1+N-pole

Small Kitchen Socket 1

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.27

Cable/Line

17 m

Cu 1(1x2,5/2,5/2,5)

Small Kitchen Socket 1

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

Small Kitchen Socket 2

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.28

Cable/Line

17 m

Cu 1(1x2,5/2,5/2,5)

Small Kitchen Socket 2

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

Small Kitchen Socket 3

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.29

Cable/Line

17 m

Cu 1(1x2,5/2,5/2,5)

Small Kitchen Socket 3

Inner zone

In = 16,2 A

Un =230 V

1+N-pole

Small Kitchen Socket 4

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.30

Cable/Line

17 m

Cu 1(1x2,5/2,5/2,5)

Small Kitchen Socket 4

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

Small Kitchen Socket 5

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.31

Cable/Line

17 m

Cu 1(1x2,5/2,5/2,5)

Small Kitchen Socket 5

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

AC Small Kitchen

Miniature circuit-breaker

In = 10 A

5SL61106/B

5SV33126

K/L 1.1A.1.32

Cable/Line

20 m

Cu 1(1x1,5/1,5/1,5)

AC Small Kitchen

Inner zone

In = 8,12 A

Un = 230 V

1+N-pole

Small Kitchen Water heater

Miniature circuit-breaker

In =13 A

5SL61136/B

5SV33126

K/L 1.1A.1.33

Cable/Line

15 m

Cu 1(1x1,5/1,5/1,5)

Small Kitchen Water heater

Inner zone

In = 10,8 A

Un = 230 V

1+N-pole

Weighing room Socket 1

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.34

Cable/Line

17 m

Cu 1(1x2,5/2,5/2,5)

Weighing room Socket 1

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

Weighing room Socket 2

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.35

Cable/Line

17 m

Cu 1(1x2,5/2,5/2,5)

Weighing room Socket 2

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

Weighing room Socket 3

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.36

Cable/Line

17 m

Cu 1(1x2,5/2,5/2,5)

Weighing room Socket 3

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

Weighing room Socket 4

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.37

Cable/Line

17 m

Cu 1(1x2,5/2,5/2,5)

Weighing room Socket 4

Inner zone

In = 16,2 A

Un = 230 V

1+N-pole

Weighing room Socket 5

Miniature circuit-breaker

In = 20 A

5SL61206/B

5SV33126

K/L 1.1A.1.38

Cable/Line

17 m

Cu 1(1x2,5/2,5/2,5)

Weighing room Socket 5

Inner zone

In = 16,2 A

Un =230 V

1+N-pole

AC Weighing room

Miniature circuit-breaker

In = 10 A

5SL61106/B

5SV33126

K/L 1.1A.1.39

Cable/Line

20 m

Cu 1(1x1,5/1,5/1,5)

AC Weighing room

Inner zone

In = 8,12 A

Un = 230 V

1+N-pole

Water heater Weighing room

Miniature circuit-breaker

In =13 A

5SL61136/B

5SV33126

K/L 1.1A.1.40

Cable/Line

15 m

Cu 1(1x1,5/1,5/1,5)

Water heater Weighing room

Inner zone

In = 10,8 A

Un = 230 V

1+N-pole

NSHV low voltage main distribution board

P
:
\
A

b
t
2

1
3

\
6

8
5

2
4

\
B

e
a

r
b

e
i
t
u

n
g

\
_

A
b

f
a

l
l
\
C

A
D

\
D

r
a

w
i
n

g
s
 
u

p
d

a
t
e

 
2

0
1

8
\
E

l
e

k
t
r
o

p
l
a

e
n

e
\
6

8
5

2
4

_
W

U
_

V
S

_
E

l
e

c
t
r
i
c
a

l
 
N

e
t
w

o
r
k
_

1
8

0
5

0
7

_
6

-
1

-
1

0
_

6
-
1

-
1

1
.
d

w
g

;
6

.
1

.
1

0
_

A
0

Project No.

Project Title

Design phase

Scale

Designed

Drafted

Checked

Name Date

Drawing No.

213 - 68524

Ayari

Ayari

Ayari

May 2018

May 2018

May 2018

Detailed Design Harbour Rehabilitation

no scale

Contents 

Consultancy Services for Feasibility Study for an Integrated Solid Waste

Management System for Zone III (including Greater Malé) and Preparation of

Engineering Design of the Regional Waste Management Facility at Thilafushi

Paper A0

Electrical supply network - part 1/2

Client

6.1.10

Water Solutions Pvt Ltd

1st Floor,
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